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MAIN CONNECTION LOCATION
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UTILITY NOTES

1. CONTACT THE MISS UTILITY OF DELMARVA, 800-282-8555 NOT LESS THAN 3 DAYS NOR MORE THAN 10 DAYS PRIOR TO ANY EXCAVATION TO
NOTIFY ALL UTILITIES WITHIN THE WORK AREA.

2. PROVIDE PROTECTION AND MAINTAIN ALL EXISTING UTILITIES. IMMEDIATELY REPAIR ANY UTILITY LINE INTERRUPTION. PROVIDE ADEQUATE
PROTECTION AND SUPPORT FOR ALL UTILITIES EXPOSED DURING THE WORK TO INSURE AGAINST DAMAGE.

3. LOCATIONS OF SITE UTILITIES AS SHOWN ARE APPROXIMATE AND MAY OR MAY NOT BE COMPLETE. THE NATURE AND EXACT LOCATION OF
EXISTING UTILITIES SHOULD BE VERIFIED PRIOR TO INITIATING ANY ACTIVITY THAT MAY AFFECT THEIR USE OR LOCATION. THE LOCATION OF
THE EXISTING UNDERGROUND UTILITIES SHOWN ON THIS PLAN HAVE BEEN TAKEN FROM EXISTING UTILITY RECORDS AVAILABLE AT THE TIME
THESE PLANS WERE PREPARED AND FROM SURFACE OBSERVATION OF THE SITE. COMPLETENESS OR ACCURACY OF LOCATION AND DEPTH
OF UNDERGROUND UTILITIES AND STRUCTURES IS NOT GUARANTEED.

4. THE CONTRACTOR SHALL VERIFY LOCATIONS AND DEPTHS OF ALL UNDERGROUND UTILITIES AND STRUCTURES BEFORE THE START OF WORK.

5.  ANY UTILITY RIM, GRATE, COVER OR HATCH THAT IS BEING RESET WITHIN NEW PAVEMENT SHALL MATCH THE PAVEMENTS SLOPE AND GRADE
SO NO PORTION OF THE RIM IS RAISED ABOVE THE SURFACE OF THE PAVEMENT.

6. CONNECT ALL WALL UNDERDRAINS INTO EXISTING STORM SYSTEM AS SHOWN, CONTRACTOR PROVIDE ALL CONNECTIONS AND FITTINGS
NECESSARY FOR PIPE RUN. UNDER DRAIN SHALL SLOPE AT A MINIMUM OF 1% TOWARDS EXISTING STORM SYSTEM.

7. CONTRACTOR TO INSTALL SANITARY SEWER LATERAL AT 0.05 FT/FT SLOPE TO LOCATION SHOWN ON THE PLANS.

8. FLUSH MOUNT HOSE BIBS SHALL BE CENTERED IN 5-FOOT LANDSCAPE STRIP ADJACENT TO WALKWAYS.

9. ALL LATERAL TEES SERVING WATER FIXTURES SHOULD BE 2"X2"X3" REDUCING TEES, UNLESS NOTED ON THE UTILITY PLAN.
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